STREET GRADE

COVER VARIES
45° BEND

45° BEND

A

18" MIN

4

NOTES:

1. SEWER LINES CROSSING ABOVE WATER MAINS SHALL BE
DUCTILE IRON PIPE, C900 PVC, OR ENCASED IN CONCRETE

10" EACH SIDE OF CROSSING (MIN.).

2. MINIMUM CLEARANCE 18" AS SHOWN ABOVE.

3. D.I.LP. WILL BE WRAPPED.
4. CONDUIT TO BE PROPERLY SUPPORTED.
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